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SCHEMATIC DESIGN 15% SUBMITTAL

CONSULTANTS: ARCHITECT/ENGINEERS:

23  West Broad St.,  Suite 200

Richmond,  Virginia   2 3 2 2 0

Telephone:  8 0 4.3 5 3.3 0 5 1

Facsimile:   8 0 4.3 5 8.1 4 4 2

Webpage:    www.csarch.com

LIFE SAFETY

WASHINGTON

688-336
MEP STRUCTURAL

VA MEDICAL CENTER 4E
PATIENT WARD EXPANSION

04/20/201005/03/2010

DAVID WRIGHT
CCRD PARTNERS
3311 W. BROAD ST.
RICHMOND, VA 23230
(804) 355-2067

JOHN HANCOCK
STROUD-PENCE & ASSOC.
4198 COX RD., SUITE #110
GLEN ALLEN, VA 23060
(804) 346-3935

FERNANDO ESCALANTE
RHINO FIRE PROT. ENG. PLC
12359 SUNRISE VALLEY DR.
SUITE #350
RESTON, VA 20191
(703) 476-5034

DESIGN DEVELOPMENT 50% SUBMITTAL 06/21/2010
CONSTRUCTION DOCUMENTS 95% SUBMITTAL 02/01/2011
CONSTRUCTION DOCUMENTS 100% SUBMITTAL 06/22/2011
CONSTRUCTION DOCUMENTS 100% SUBMITTAL- FOR BID 06/13/2012
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WINDOW TO BE DEMOLISHED

DOOR TO BE DEMOLISHED

FIXTURE/CASEWORK TO BE DEMOLISHED

PLUMBING FIXTURES TO BE DEMOLISHED

AREA OF SLAB OPENING

TEMPORARY PHASING PARTITION

AREA OF EXISTING TOPPING SLAB TO BE REMOVED (APPLICABLE
ONLY IF DEDUCTIVE ALTERNATE #2 SCOPE IS EXCLUDED).

1. CAREFULLY REMOVE ALL INDICATED DOORS AND FRAMES AND RETAIN FOR REUSE
AS NOTED.

2. CAP ALL AFFECTED WATER AND SANITARY SEWER LINES PER CODE.

3. ELECTRICIAN IS TO DISCONNECT ALL AFFECTED ACTIVE CIRCUITS AT THE PANEL
PRIOR TO DEMOLITION.

4. REFERENCE RECYCLING SPECIFICATION FOR ALL DEMOLISHED DEBRIS.

5. ALL EXISTING FINISHES SHALL BE REMOVED TO EXPOSE EXISTING SLAB BEFORE
INSTALLATION OF NEW FINISHES.

6. ALL CRACKS, CHIPS, HOLES, MISSING PIECES, ETC. OCCURING IN EXISITING
CONSTRUCTION SHALL BE REPAIRED PRIOR TO INSTALLING NEW FINISHES OR
REPAINTING.

7. REVIEW DEMOLITION PLAN WITH VA COTR PRIOR TO START.  VERIFY WITH ANY
MISCELLANEOUS EQUIPMENT, FURNISHINGS, FIXTURES, AND ELEMENTS TO BE
DEMOLISHED NOT SHOWN ON PLAN.

8. REMOVE ALL COLUMN GWB SURROUNDS. DO NOT REMOVE ANY FIRE PROTECTIVE
SPRAY ON FOAM ON STEEL COLUMNS, IF PRESENT.

9. REMOVE ALL CEILING TYPES- SUSPENDED AND GWB, AND GWB SOFFITS &
HEADERS.

10. ASBESTOS ABATEMENT AS DESCRIBED IN SPECIFICATIONS.

0

TO BE DEMOLISHED:

EXISTING TO REMAIN:

DEMOLITION KEY NOTES
EXISTING ELEVATOR- COMPLETE CAB INTERIOR RECLADDING
REQUIRED/ FINISH SELECTION VIA SUBMITTAL. METAL FRAME, CALL
BUTTON FRAME & DIRECTIONAL PLATE TO BE CLEANED & POLISHED.
HOISTWAY DOOR TO BE REPAINTED TO MATCH ADJACENT WALL
PAINT COLOR.

AREA OF SLAB REMOVAL- SEE STRUCTURAL

CREATE NEW OPENING FOR WINDOW

EXISTING SHAFT TO REMAIN

EXISTING TELECOM EQUIPMENT- INCLUDING ACTIVE FIBER OPTIC
LINES TO REMAIN - COORDINATE ALL DEMOLITION SURROUNDING
THIS AREA WITH VA COTR PRIOR TO DEMOLITION

CREATE NEW OPENING FOR DOOR

AREA OF FINISH AND LIGHTING DEMOLITION ONLY - SEE FINISH
SCHEDULE

CREATE NEW SLAB OPENING - SEE STRUCT. DRAWINGS FOR
DIMENSIONS

ANTENNA GUY-WIRE MOUNT LOCATION TO BE RELOCATED BY VAMC.
COORDINATE WITH VA COTR

NOT USED

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

DEMOLITION GENERAL NOTES

WALLSCHEDULE

DEMOLITION SYMBOL LEGEND

INDICATED ZONE DESIGNATES AREA OF HEAVY RENOVATION TO FLOOR SLAB
ABOVE. COORDINATE WITH COTR RE: ACCESS TO OCCUPIED ROOMS IN THIS
AREA.

11.

NOT USED12.

NOT USED13.

SCALE: 1/8"   =    1'-0"
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